Program Evolution T-stat as follows:
1. Heating airflow to Efficiency mode.
2. Humidifier installed=Yes
3. Humidify with Fan=Yes
4. Set FAN to Continuous Mode & select MEDIUM speed.

NOTE: An APD or similar device must be used in this application. Wire the APD in series with the HH circuit.

Leave Factory Jumper in Place

Model APD or Equivalent