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Wiring Diagrams
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INTERNAL WIRING DIAGRAM: CK-41P, 92P

(L1) TO (1) ON TIMER BASE

(YELLOW - CABLE) TO (COM) ON PRESSURE SWITCH

(ORANGE) TO TIMER BASE

(YELLOW - PLUG) TO (N/O) ON PRESSURE SWITCH

(BLACK) TO TIMER BASE

L1 N M

CK-40 Series or PVG for 24 Volt Gas Furnace     

CK-41P, CK-92 FVP, CK-92 FGP

Internal Wiring Diagrams


