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HRV/ERV WIRING TERMINALS
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HHSC+ VENTILATION CONTROL
(HRV/ERV)

* V Terminal on the HHSC Control may be connected to the Hi Terminal (instead of Lo) if shorter ventilation periods are desired.

12V/24 VAC Field wiring, 20 AWG min. required.

FACTORY-INSTALLED JUMPER,
DO NOT REMOVE

Blue

Red

Yellow*

HHSC+


