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DESCRIPTION

KEY DIMENSION
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NOTES:

1. FAVC CONTROL PROVIDES VENTILATION BY CHANGE IN FAN SPEED OF THE HRV/ERV UNIT.

2. SET THE HEAT VENT AND COOL VENT CFM TO THE FLOW RATE MEASURED FROM THE HRV/ERV
WHEN RUNNING AT HIGH SPEED

3. BATHROOM SWITCH AND THE KITCHEN AREA SWITCH ARE WIRED IN PARALLEL. EITHER SWITCH
WILL PROVIDE MAKE UP AIR FUNCTION (MANUAL ON DEMAND CONTROL) AS LONG AS THE
SWITCH IS SET TO ON.

4. ERV/HRV CONTROL SET TO INTERMITTENT MODE, THE ERV/HRV WILL REMAIN IDLE AND WILL
OPERATE IN HIGH FAN SPEED WHEN THE FAVC IS CALLING FOR VENTILATION OR WHEN THE
BATHROOM / KITCHEN SWITCHES ARE TURNED ON.

5.  ERV/HRV CONTROL SET TO CONTINUOUS MODE, THE ERV/HRV WILL OPERATE CONTINUOUSLY

AT LOW SPEED AND WILL OPERATE AT HIGH SPEED WHEN THE FAVC IS CALLING FOR
VENTILATION OR WHEN THE BATHROOM OR KITCHEN SWITCH IS TURNED ON.
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