for SWG/CV Power Venter or DI Draft Inducer

CK-61, 62, 63 il Fired Warm Air Furnace with o Honeywell ST9103 Control Board 1%

POLARITY SENSITIVE

*L1 = Hot

o) O *L2 = Neutral

WARNING: Reversed polarity
may cause equipment damage!

------ New wire supplied by installer
= Solderless connector (wire nut)

*L1is 120V
*Nis 120V Neutral
M is 120V if the motor is running

M2 Terminal for M2 is 120V if the motor is running
CK-63 Only T1is 120V if there is a call for heat
T2 is 120V Neutral
¥ T3 is 120V if there is a call for heat
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Note: N and M are pre-wired at the factory to
motor on PVO or CAS-3.

2 o FIELDCONTROLS Customer Service: 252.522.3031



