for Oil Vent Damper

COTTERPIN

Black, Orange, and Yellow wires from Vent Damper
MUST be the same polarity or product damage will occur.
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120V SUPPLY

L A WARNING:
e DISCONNECT POWER SUPPLY
BEFORE WIRING VENT DAMPER!
o DAMPER MUST BE FULLY OPEN
BEFORE COMBUSTION OCCURS!
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Customer Service: 252.522.3031



