
Field Controls 60/85/120 PPD
QUICK-STEP GUIDE

DUCTED APPLICATION WITH CONNECTION TO THERMOSTAT

1
60 / 85 - Remove Side Panel 

Opposite Gravity Drain
120 - Remove Side Panel on 

Gravity Drain side.

2

Remove Control 
Panel Cover

3

Flip Jumper Switch

4
Replace Panels And 

Add Collars

5

6
Wire Dehumidifier
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24v Low Voltage 
Wire Strip

Typical 
Thermostat

AHU 
Terminal Strip

Normally Open
Float Switch (Optional)
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